L

7

7

TERMINATE KEMPEROL MEMBRANE @
OUTSIDE EDGE OF WALL

ALL DOWELS & PENETRATING FASTENERS
TO BE ENCAPSULATED W/KEMPEROL

ACCEPTABLE ALKALINITY PROTECTION (IF REQ)

MASONRY COPING STONE SET IN MORTAR
BED OR SECURED W/DOWELS AS REQUIRED.

WALL IN SOUND STRUCTURAL CONDITION.

(1) PLY KEMPEROL MEMBRANE FLASHING
EXTEND 4”7 MIN. HORIZONTALLY ONTO

FIELD SUBSTRATE.

CONTINUOUS 4”7 WIDE STRIP OF KEMPEROL
MEMBRANE @ WALL TO DECK TRANSITION.

KEMPEROL FIELD MEMBRANE
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