ADVANCED INSULATION CONCERPTS, INC,

FLORENCE, KENTUCKY
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Freezer Wall Base Connection

Notes: 1. Install the cold side base angle after the panels are
in place.
2. Fill volds between floor insulation and wall panels

with one part urethane foam
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