POLYURETHANE CAULKING IF REQUIRED.
(BY OTHERS)

NEW/EXISTING COUNTERFLASHING—BEND UP AS
REQUIRED TO PREPARE SURFACE, PRIME &
APPLY KEMPEROL MEMBRANE. RETURN TO
ORIGINAL POSITION AFTER MEMBRANE CURES
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(1) PLY KEMPEROL MEMBRANE FLASHING
EXTEND 47 MIN. HORIZONTALLY ONTO
FIELD SUBSTRATE

CONTINUQUS 4”7 WIDE STRIP OF KEMPEROL
MEMBRANE @ WALL TO DECK TRANSITION

KEMPEROL FIELD MEMBRANE

—
—

2]

FLASHINGS W/LESS THAN 8" MINIMUM
HEIGHT REQUIRING A SEALED TERMINATION
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PRAVING N ONE PLY BASE FLASHING
B W/COUNTER FLASHING (LOW FLASHINGS) _~X KEMPER
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