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3/4" (19mm)
TONGUE AND
GROOVE PLYWOOD
OR 0SB

BATT
INSULATION

2 LAYERS, 1/2” (13mm) SHEETROCK®

o RESILIENT CHANNEL
FIRECODE C GYPSUM BOARD

WOOD | JOIST

@ FIRE TESTS, 1 Hour UL Design No. L518; UL Design Nos.
L530 and L531 w/Simpson strong—clips; 11/2 Hour — UL Design
No. L547 TJI®, furring channels without batt insulation; 2 Hour
— UL Design No. Lb38
1 Hour — Jager JSI™ 1 Jayer 5/8” Gypsum Board,
insulation optional — UL Design No. L57/1
1 Hour — ITS (Warnock Hersey Test) #J20050694 — Nascor™
1 Hour — ESR—1153 (7 assemblies) 2 layers 1/2” Type X
Gypsum Board and Batt Insulation — TJI®
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