230V-240V AMBIENT AIR CURTAIN DISCONNECT
( FOR CIRCUIT THAT SUPPORTS ALL THEELECTRICAL
FOR THE COMPLETE SYSTEM)

460V-480V AMBIENT AIR CURTAIN DISCONNECT
( FOR CIRCUIT THAT SUPPORTS ALLTHE ELECTRICAL
FOR THE COMPLETE SY STEM)

HEIGHT

675V-B00Y AMBIENT AIR CURTAIN DISCONNECT
( STEP DOWN TRANSFORMER REQUIRED FOR
CONTROLLER AND SEPARATE POWER CIRCUIT FOR AIR
CURTAIN)

WDTH [5-0"-B-51B-6"-12-6"126" - 16~-5"15-6" - 18'-0"

HEIGHT

50"

60"

70"

80"

30A
9'.0"

100"

HEIGHT
WIDTH |5-0"-8-5"B-6"-12"5"12'6" - 15'5"15"-6" - 180"
5-0" 40A 40A 40A 40A
E-0" 40A 40A 40A 40A
70" 40A 40A 40A S0A
g-0" 40A A0A 4DA S0A
9-0" 40A 40A 40A S0A
10-0" 40A 40A 40A EOA
11-0" 40A 40A 40A EOA
12-0" 40A 40A 40A EOA

11.0"

*DOOR WITHOUT AIR CURTAIN IS 20A MINIMUM

120"

WIDTH |5-0"-8-5"B-6"-12"-5"126" - 15-5"15'6" - 18-0"

50"

640"

7:0"

BL0"

15A
9-0"

10-0"

11-0"

*DOOR WITHOUT AIR CURTAIN IS 15A MINIMUM

12-0"

230V-240V HEATED AIR CURTAIN DISCONNECT

*DOOR WITHOUT AIR CURTAIN IS 20A MINIMUM

WIDTH
50"
6-0"
i
8-0"
9-0"
10-0"
11.0"
12-0"

£.-.0"-8-5"
25A
35A
35A
S0A
S0A
BOA
BOA
BOA

HEIGHT
8'6"- 12'5"(12 6" - 16'6"15'6" - 180"
36A 36A BOA
36A 36A BOA
BOA BOA BOA
BOA BOA BOA
BOA BOA BOA
BOA BOA W///
%
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*CONTROLLER HEDUIEES SEPARATE 20A MINIMUM

460V-480V HEATED AIR CURTAIN DISCONNECT

_ HEIGHT _
WIDTH [5-0"-8-578'6"- 12°5"[12'6"- 156'515%6" - 18'0"
5.0" 16A | 20A 204 | 25A
§-0" 20A | 20A 204 | 25A
7.0" 20A | 30A 3A | 50A
8.0" JEA | 35A 3EA | 50A
9.0" J6A | 3BA 3A | 50A
10'0" 35A | 45A 50A |  BOA
110" 35A | 5DA 50A |  BOA
12'0" 35A | 50A 50A |  BOA

*CONTROLLER HEG-UIHES SEPARATE 15A MiNIMUM

575V-600Y HEATED AIR CURTAIN DISCONNECT

HEIGHT
WIDTH |5-0"-8-5"B'-6"-12'-5"12'6"- 15-5"15%6" - 18-0"
&-0" 15A 16A 15A 25A
B-0" 20A 16A 15A 25A
7-0" 20A 25A 30A 40A
g-0" 30A 30A 30A 40A
9-0" 30A 30A 30A 40A
10-0" 40A 35A 40A BOA
11-0" 40A 40A 40A BOA
12-0" 40A 40A 40A BOA

*CONTROLLER REQUIRES SEPARATE 15A MINIMUM
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